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(i1)  Overspray Conditions. Conditions that directly or indirectly permit
windblown spray or overspray to pass outside of the approved use are prohibited.

(1v)  Cross-Connection. Cross-connections resulting from the use of a
nonpotable water service, whether by design, construction practice, or system operations, shall be
prohibited.

(v) Hose Bibbs. Hose bibbs on nonpotable water systems will be
prohibited.

- Nonpotable Water Systems on Private Lands
(a) Hose Bibbs. Hose bibbs will not be allowed on nonpotable irrigation systems.

(b) Cross Connection. Separation of the potable and nonpotable systems shall be
maintained to prevent cross connection.

{c) Color-Coded Equipment. All meters, meter covers, valves, valve boxes, and pop-
up heads installed in a nonpotable irrigation system shall be color-coded purple (Pantone 512) so as to
differentiate the nonpotable from the potable water systems.

(d) Hoses. No hoses will be allowed to hook up to the nonpotable irrigation water
system.

(e) Backflow Protection. Backflow protection with an approved air gap (HG) will be
required on all potable and nonpotable systems. Backflow preventers shall be installed immediately after
the meter at the street edge of the serviced property.

(f) Maintenance of System and Inspection. It is the responsibility of the individual
property owner to ensure that all best practices are observed in the installation and operation of the
nonpotable water system. The nonpotable irrigation water system installed on private lots may be

inspected by the Company at any time.
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4. Violation of Rules and Regulations will result in disconnection of service.

The Company may shut off water immediately and disconnect service when it believes any lot
owner is not abiding by the rules contained in its Best Management Practices Manual, or in any way
risking the health of system users. All owners must be sure all tenants and people that are using the land
are made aware of the risks of the dual water system to ensure the nonpotable water is not consumed by

humans.
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